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Environmental Protection Agency § 141.42 

drinkingwater/labcert/ 
analyticalmethodslogwdw.cfm. 

(2) The following methods from 
‘‘ASTM International,’’ 100 Barr Har-
bor Drive, West Conshohocken, PA 
19428. 

(i) ASTM D5673–10 ‘‘Standard Test 
Method for Elements in Water by In-
ductively Coupled Plasma-Mass Spec-
trometry,’’ approved August 1, 2010. 
Available for purchase at http:// 
www.astm.org/Standards/D5673.htm. 

(ii) ASTM D6581–08 ‘‘Standard Test 
Methods for Bromate, Bromide, Chlo-
rate, and Chlorite in Drinking Water 
by Suppressed Ion Chromatography,’’ 
approved August 15, 2008. Available for 
purchase at http://www.astm.org/Stand-
ards/D6581.htm. 

(3) The following methods from 
‘‘Standard Methods for the Examina-
tion of Water & Wastewater,’’ 21st edi-
tion (2005), American Public Health As-
sociation, 800 I Street NW., Wash-
ington, DC 20001–3710. 

(i) SM 3125 ‘‘Metals by Inductively 
Coupled Plasma/Mass Spectrometry.’’ 

(ii) SM 4110D ‘‘Determination of 
Anions by Ion Chromatography, Part 
D, Ion Chromatography Determination 
of Oxyhalides and Bromide.’’ 

[72 FR 393, Jan. 4, 2007; 72 FR 3916, Jan. 26, 
2007, as amended at 77 FR 26098, May 2, 2012] 

§ 141.41 Special monitoring for so-
dium. 

(a) Suppliers of water for community 
public water systems shall collect and 
analyze one sample per plant at the 
entry point of the distribution system 
for the determination of sodium con-
centration levels; samples must be col-
lected and analyzed annually for sys-
tems utilizing surface water sources in 
whole or in part, and at least every 
three years for systems utilizing solely 
ground water sources. The minimum 
number of samples required to be taken 
by the system shall be based on the 
number of treatment plants used by 
the system, except that multiple wells 
drawing raw water from a single aqui-
fer may, with the State approval, be 
considered one treatment plant for de-
termining the minimum number of 
samples. The supplier of water may be 
required by the State to collect and 
analyze water samples for sodium more 

frequently in locations where the so-
dium content is variable. 

(b) The supplier of water shall report 
to EPA and/or the State the results of 
the analyses for sodium within the 
first 10 days of the month following the 
month in which the sample results 
were received or within the first 10 
days following the end of the required 
monitoring period as stipulated by the 
State, whichever of these is first. If 
more than annual sampling is required 
the supplier shall report the average 
sodium concentration within 10 days of 
the month following the month in 
which the analytical results of the last 
sample used for the annual average was 
received. The supplier of water shall 
not be required to report the results to 
EPA where the State has adopted this 
regulation and results are reported to 
the State. The supplier shall report the 
results to EPA where the State has not 
adopted this regulation. 

(c) The supplier of water shall notify 
appropriate local and State public 
health officials of the sodium levels by 
written notice by direct mail within 
three months. A copy of each notice re-
quired to be provided by this paragraph 
shall be sent to EPA and/or the State 
within 10 days of its issuance. The sup-
plier of water is not required to notify 
appropriate local and State public 
health officials of the sodium levels 
where the State provides such notices 
in lieu of the supplier. 

(d) Analyses for sodium shall be con-
ducted as directed in § 141.23(k)(1). 

[45 FR 57345, Aug. 27, 1980, as amended at 59 
FR 62470, Dec. 5, 1994] 

§ 141.42 Special monitoring for 
corrosivity characteristics. 

(a)–(c) [Reserved] 
(d) Community water supply systems 

shall identify whether the following 
construction materials are present in 
their distribution system and report to 
the State: 

Lead from piping, solder, caulking, interior 
lining of distribution mains, alloys and 
home plumbing. 

Copper from piping and alloys, service lines, 
and home plumbing. 

Galvanized piping, service lines, and home 
plumbing. 

Ferrous piping materials such as cast iron 
and steel. 

Asbestos cement pipe. 
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In addition, States may require identi-
fication and reporting of other mate-
rials of construction present in dis-
tribution systems that may contribute 
contaminants to the drinking water, 
such as: 

Vinyl lined asbestos cement pipe. 
Coal tar lined pipes and tanks. 

[45 FR 57346, Aug. 27, 1980; 47 FR 10999, Mar. 
12, 1982, as amended at 59 FR 62470, Dec. 5, 
1994] 

§ 141.43 Prohibition on use of lead 
pipes, solder, and flux. 

(a) In general—(1) Prohibition. Any 
pipe, solder, or flux, which is used after 
June 19, 1986, in the installation or re-
pair of— 

(i) Any public water system, or 
(ii) Any plumbing in a residential or 

nonresidential facility providing water 
for human consumption which is con-
nected to a public water system shall 
be lead free as defined by paragraph (d) 
of this section. This paragraph (a)(1) 
shall not apply to leaded joints nec-
essary for the repair of cast iron pipes. 

(2) [Reserved] 
(b) State enforcement—(1) Enforcement 

of prohibition. The requirements of 
paragraph (a)(1) of this section shall be 
enforced in all States effective June 19, 
1988. States shall enforce such require-
ments through State or local plumbing 
codes, or such other means of enforce-
ment as the State may determine to be 
appropriate. 

(2) [Reserved] 
(c) Penalties. If the Administrator de-

termines that a State is not enforcing 
the requirements of paragraph (a) of 
this section, as required pursuant to 
paragraph (b) of this section, the Ad-
ministrator may withhold up to 5 per-
cent of Federal funds available to that 
State for State program grants under 
section 1443(a) of the Act. 

(d) Definition of lead free. For pur-
poses of this section, the term lead 
free: 

(1) When used with respect to solders 
and flux refers to solders and flux con-
taining not more than 0.2 percent lead; 

(2) When used with respect to pipes 
and pipe fittings refers to pipes and 
pipe fittings containing not more than 
8.0 percent lead; and 

(3) When used with respect to plumb-
ing fittings and fixtures intended by 

the manufacturer to dispense water for 
human ingestion refers to fittings and 
fixtures that are in compliance with 
standards established in accordance 
with 42 U.S.C. 300g–6(e). 

[52 FR 20674, June 2, 1987, as amended at 65 
FR 2003, Jan. 12, 2000] 

Subpart F—Maximum Contami-
nant Level Goals and Max-
imum Residual Disinfectant 
Level Goals 

§ 141.50 Maximum contaminant level 
goals for organic contaminants. 

(a) MCLGs are zero for the following 
contaminants: 

(1) Benzene 
(2) Vinyl chloride 
(3) Carbon tetrachloride 
(4) 1,2-dichloroethane 
(5) Trichloroethylene 
(6) Acrylamide 
(7) Alachlor 
(8) Chlordane 
(9) Dibromochloropropane 
(10) 1,2-Dichloropropane 
(11) Epichlorohydrin 
(12) Ethylene dibromide 
(13) Heptachlor 
(14) Heptachlor epoxide 
(15) Pentachlorophenol 
(16) Polychlorinated biphenyls 

(PCBs) 
(17) Tetrachloroethylene 
(18) Toxaphene 
(19) Benzo[a]pyrene 
(20) Dichloromethane (methylene 

chloride) 
(21) Di(2-ethylhexyl)phthalate 
(22) Hexachlorobenzene 
(23) 2,3,7,8-TCDD (Dioxin) 
(b) MCLGs for the following contami-

nants are as indicated: 

Contaminant MCLG in 
mg/l 

(1) 1,1-Dichloroethylene ........................................ 0 .007 
(2) 1,1,1-Trichloroethane ....................................... 0 .20 
(3) para-Dichlorobenzene ...................................... 0 .075 
(4) Aldicarb ............................................................ 0 .001 
(5) Aldicarb sulfoxide ............................................. 0 .001 
(6) Aldicarb sulfone ............................................... 0 .001 
(7) Atrazine ............................................................ 0 .003 
(8) Carbofuran ....................................................... 0 .04 
(9) o-Dichlorobenzene ........................................... 0 .6 
(10) cis-1,2-Dichloroethylene ................................. 0 .07 
(11) trans-1,2-Dichloroethylene ............................. 0 .1 
(12) 2,4-D .............................................................. 0 .07 
(13) Ethylbenzene ................................................. 0 .7 
(14) Lindane .......................................................... 0 .0002 
(15) Methoxychlor .................................................. 0 .04 
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